12”x12” Aluminum Reflective Sign

FIRE ALARM
CONTROL PANEL INSIDE

5x3.5 in.
“FIRE ALARM CONTROL PANEL” or “FACP”: 2007 ed. NFPA 72, Section 4.4.6.3 Rooms containing the "Fire Alarm Control Panel" shall be provided with signage which consist of 4” high by 6” width with a 0.5” letter stroke white reflective letters on a red background, and shall be permanently attached to the interior of the door of the Sprinkler Riser Room, at normal eye level. The sign shall be provided on the door leading to the fire alarm control panel(s) unless otherwise approved by the Office of the Fire Marshal.
STANDPIPE
CONTROL
VALVE